
12'-0"

8'-0"

MINIMUM 8" WATER MAIN

6" HYDRANT LATERAL:

MAXIMUM OF 12' OR AS

APPROVED GREENWOOD FIRE

OR INDIANA AMERICAN WATER

MAXIMUM DISTANCE
FROM EDGE OF PAVEMENT

5"
 STORZ

STEAMER FI
TTING/

PUMPER
 NOZZLE

2-1/2" OUTLET

2-1/2" OUTLET

12'-0" CLEAR DIAMETER

CITY OF GREENWOOD - FIRE DEPARTMENT
COMMERCIAL, INDUSTRIAL & MULTI-FAMILY

FIRE HYDRANT DETAIL

Modified 3/01/2017


